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ADDENDUM NO. 1

Date: December 15, 2008

To: Commercial Mechanical Systems & Service
KOH Mechanical Contractors
Mechanical Service & Systems, Inc
Ralph Tye & Sons, Inc.

From: Craig Wessman, Project Manager, DFCM
Reference:  Radiant Heaters and HVAC Addition — Maintenance Building

Department of Corrections — Draper, Utah
DFCM Project No. 06139100

Subject: Addendum No. 1

Pages Addendum Cover Sheet 1 page
Engineers Addendum (Spec/Drawing Clarifications) 6 pages
Total 7 pages

Note: This Addendum shall be included as part of the Contract Documents. Iltems in this
Addendum apply to all drawings and specification sections whether referenced or not involving
the portion of the work added, deleted, modified, or otherwise addressed in the Addendum.
Acknowledge receipt of this Addendum in the space provided on the Bid Form. Failure to do so
may subject the Bidder to Disqualification.

While we contend that SB220 should only be potentially applicable to a contract issued after the
effective date of said bill, this is to clarify that for purposes of this contract, regardless of the
execution or effective dates of this contract, the status of Utah Law and remedies available to the
State of Utah and DFCM, as it relates to any matter referred to or affected by said SB220, shall be
the Utah law in effect at the time of the issuance of this Addendum.

11 SCHEDULE CHANGES: None

1.2 GENERAL ITEMS: See attached Engineer’s Addendum for Specification and Drawing
Clarifications.

4110 State Office Building, Salt Lake City, Utah 84114 - telephone 801-538-3018 - facsimile 801-538-3267 - www.dfcm.utah.gov



ADDENDUM

Project Name: Utah Department of Corrections Maintenance Addendum No.: 1
Radiant Heaters HVAC addition

DFCM Project # 6139100 Date: 12-12-08

From: WHW Engineering Inc
8619 South Sandy Parkway
Sandy, Utah 84070
Phone (80) 466-4021 Fax (801) 466-8536

To: All Bidders

This Addendum forms and becomes a part of the Contract Documents and modifies the original Bidding
Documents dated October 2008 as noted below. Acknowledge receipt of this Addendum in the space
provided on the Bid Form. Failure to do so may subject the Bidder to disqualification.

This Addendum consists of 2 pages, 2 revised drawings, and 2 record drawings from the original building.

| - CHANGES TO PRIOR ADDENDA: NA
Il - CHANGES TO BIDDING REQUIREMENTS: None
Il - CHANGES TO AGREEMENT & OTHER CONTRACT FORMS: None
IV — CHANGES/CLARIFICATIONS TO CONDITIONS OF THE CONTRACT: None
V - CHANGES/CLARIFICATIONS TO SPECIFICATIONS:
Item V-1.  Specification 15738 section 2.1 shall be modified as follows

A. Manufacturers: Subject to compliance with requirements, provide products by one of the
following:

1. Mitsubishi M-Series heat pump

VI - CHANGES/CLARIFICATIONS TO DRAWINGS:

Item VI-1.  Provide spilt system heat pump for interior office. See updated sheets ME 101A
ME 601A.

Iltem VI-2.  Provide two 1 inch additional conduits underground.; bore at same time as gas line,
parallel to gas line. See updated sheet ME 101A.

Item VI-3.  New underground gas line shall be sized large enough to accommodate potential future
boiler. Provide gas regulator inside building. See updated sheet ME 101A.

Iltem VI-4.  Contractor shall field verify all existing site utilities, including, water, sewer sand/oil line,
electrical, storm drains, etc. See attached record drawings C1.0 and E-07from previous
project for reference only.

Item VI-5. Sheet ME 101: Provide power and all other electrical components as necessary for new
equipment. Tie into existing electrical panel at northwest corner of maintenance building.
All electrical components shall comply with the most current NEC code and the most



current DFCM design and construction standards, including a minimum three quarter
inch conduit for all wiring.

End of Addendum



©)

1-1/2" G~

2 PSI

=l

|

@)

%OFFICE

106

)

™

) I

z® g =
| |
i +
© = =
| 1665 o
| TYP
} OF 3 A\
| Ve
| | o
| %
. - - _ _ _ _]
/RH
Oy
-« \ I
(n)
| 5
Ed
(TX8) vor
RADIAR i
S
o N c\/ | 2
MAINTENANGE AREA
101 ) |
1/2“G\< o
i 1/2" CW\< @ ®)
>

3/ "G\@_,A

5 |
%\1 /4" CW

~~———1

HALL
S S
/|\ (8]
()
E3 R E
B |
& S
RES1TR400M STORAGE 1/2" CW 3
0 103 \ VD]
SHOWER L _ _ 2
D REA Y
e O I

BOILER T T

ROOM | |

102 o | |
\ \ Q
| R
| <

™ 3/4" G | SG-1| Vor
o A (R [
A TYP
| A | OF 3 |
] / = | | e
1"G |

N
D &

MECHANICAL & PLUMBING FLOOR PLAN

SCALE: 1/4" = 1'-0"

)

1/4" CW

. 4—Story
— Office Building
FF 1st 09.00
FF 2nd 23.00

GAS PIPING SITE PLAN

SCALE: 1/32" = 1'-0"

SHONCOENOCIOIONG

=)

=

SHEET NOTES:

EXISTING GARAGE.

PROVIDE BURNER.
VACUUM PUMP.

TAIL PIECE PIPING. SLOPE ACCORDING
TO MANUFACTURERS INSTALLATION
INSTRUCTIONS.

PROVIDE CONDENSATE PIPING TO THE
OUTSIDE.

PROVIDE BALL VALVE. SEE DETAIL
MES02.

CONNECT TO EXISTING COLD WATER
LINE IN THIS APPROXIMATE LOCATION.
FIELD VERIFY.

PROVIDE THERMOSTAT / CONTROL
PANEL. VERIFY EXACT LOCATION WITH
OWNER.

REMAIN.

BORE NEW GAS LINE UNDER PARKING
LOT TO EXISTING METER ON ADMIN.
BUILDING. PROVIDE SHUT-OFF VALVE
AT NEW BUILDING AND NEW 2LB TO 4
0Z REGULATOR INSIDE BUILDING AND
VENTED TO THE OUTSIDE.
COORDINATE WITH QUESTAR TO
VERIFY EXISTING METER SIZE.
COORDINATE WITH QUESTAR FOR ANY
ADDITIONAL REQUIREMENTS AT NEW
BURIED LINE. PROVIDE ALSO TWO 1"
CONDUITS. BORE PARALLEL TO GAS
LINE. UPDATE METER LOAD:

TOTAL LOAD: 2,160 MBH

LONGEST LENGTH (4 02): 75'
LONGEST LENGTH (2 LB): 200"

ROUTE DUCTWORK TIGHT TO
STRUCTURE.

MOUNT CONDENSING UNIT ON CEILING
OF OFFICE.

GENERAL NOTES:

FOLLOW ALL MANUFACTURER
INSTALLATION INSTRUCTIONS FOR
RADIANT SYSTEM.

DUCTWORK TO BE SPIRAL.

State of Utah

Department of Administrative Services

Division of Facilities

Construction & Management
4110 State Office Building

D Salt Lake City, Utah 84114
Phone: (801) 538 - 3018
Fax: (801) 538 - 3267

Internet: http://dfcm.utah.gov

WHW

ENGINEERING INC.
PROFESSIONAL MECHANICAL ENGINEERING

8619 Sandy Parkway Suite 101
SANDY, UTAH 84070
(801)466-4021, FAX 466-8536
EMAIL: excellence@whw-engineering.com

BUILDING NAME:

PROJECT # 06139100
DRAPER PRISON
MAINTENANCE BUILDING
HVAC ADDITION

PROJECT TITLE:

DRAPER PRISON
MAINTENANCE BUILDING
HVAC ADDITION

A 12-11-08 ADDENDUM 1

MARK ' DATE DESCRIPTION
ISSUE TYPE: BID SET

ISSUE DATE: DEC 12, 2008

DFCM PROJECT NO: 06139100
CAD PROJECT NO: -

CAD DWG FILE:

DRAWN BY:  STAFF

CHK'D BY: WP
COPYRIGHT: STATE OF UTAH

SHEET TITLE

MECHANICAL AND
PLUMBING FLOOR PLAN

SHEET NUMBER

ME101A

SHEET OF



HEAT PUMP CONDENSING UNIT SCHEDULE

SYMBOL | AREA SERVED | TONS MCA MOGP WEIGHT MANUF. & MODEL # | SCEDULE
MITSUBISHI
@ OFFICE 1 12 15 A 85 LBS s A oA 1,2,3,4,5

. REFRIGERANT R410A.

AT DESIGN CONDITIONS AND 95° F EAT.

3. CONDENSING UNIT SYMBOLS CORRESPOND WITH FURNACE SYMBOLS, EXCEPT AS NOTED.
. SEE SPECIFICATIONS FOR APPROVED MANUFACTURERS.

5. ELECTRIC SERVICE: 208/10/60HZ

HEAT PUMP WALL MOUNTED UNIT SCHEDULE

RADIANT HEATER SCHEDULE
STUH ELECTRICAL
SYMBOL DESCRIPTION MANUFACTURER NOTES
BURNER HP Y AMPS
W 40,000 BURNER - 120 0.3 ROBERTS-GORDON 2
W 60,000 BURNER - 120 0.3 ROBERTS-GORDON 2
v N/A VACUUM PUMP 3/4 120 6.6 ROBERTS-GORDON 1,3,4

4. PROVIDE WITH THERMOSTAT (55° - 85° RANGE).

3. 4" EXHAUST TERMINATION. REUSE EXISTING PENETRATIONS THROUGH STRUCTURE.

1. PROVIDE WITH CONTROL PANEL AND THERMOSTAT PER BRANCH AS SHOWN ON DRAWINGS.

2. RADIANT PIPE SHALL BE 4" HEAT TREATED ALUMINIZED TUBING AND TAILPIPE SHALL BE 4" PORCELAIN COATED TUBING,
ALUMINUM REFLECTORS , HANGERS TUBE COUPLINGS.

MIN MIN ELECTRICAL
'L%M “ﬁﬁ"éul\';ggy?\g HEATING | COOLING WEIGHT NOTES
' - | MBH MBH MCA | V-@-Hz
MITSUBISHI
@ e oA 5.2 57 12A | 208-1-60 25 LBS 1,2,3,4

EVAPORATIVE COOLER SCHEDULE

1. R410A REFRIGERANT
2. PROVIDE CONDENSATE PUMP. ROUTE CONDENSATE TO OUTSIDE.
3. UNIT SHALL BE WALL MOUNTED. FIELD VERIFY EXACT LOCATION.

4. PROVIDE THERMOSTAT.

PUMP FAN
SYMBOL cem | EXTERNAL | ROOF OR WALL MAKE & MODEL
W | @ | HERTZ | VOLTS SP OPENING HP |PHASE |HERTZ| VOLT | SPEED
@ 73 11| 60 230 | 5000 0.3 WALL 1 1 60 | 230 | 2 85 SD
@ 73 11| 60 230 | 5000 0.3 WALL 1 1 60 | 230 | 2 85 SD
CEILING SCHEDULE
SYMBOL TYPE | MAXCFM | FACE SIZE | NECK SIZE | “ZLY BLOW | PATTERN | SCIED
SD-1 bucT 2000 32X12 32X12 N/A 1-WAY i’ 12,3
ckM| | MOUNTED - 2,

. MAXIMUM NC 25 AT CFM LISTED.

2. PROVIDE TRANSITION TO DIFFUSER NECK SIZE AS REQUIRED TO DUCT WORK SHOWN ON PLAN.
3. DIFFUSER SHALL BE PRICE MODEL ARDR OR EQUAL BY APPROVED MANUFACTURER IN SPECIFICATIONS.
PLUMBING FIXTURE SCHEDULE
INDIVIDUAL LINE SIZES
SYMBOL FIXTURE REMARKS
TRAP WASTE VENT Vf/; E’II'_EDR WI:\'OI'ER
@ HYDRANT - - - 1/2" - KEYED. FREEZE PROOF.

State of Utah

Department of Administrative Services

Division of Facilities

Construction & Management
4110 State Office Building

D Salt Lake City, Utah 84114
Phone: (801) 538 - 3018
Fax: (801) 538 - 3267

Internet: http://dfcm.utah.gov

WHW

ENGINEERING INC.
PROFESSIONAL MECHANICAL ENGINEERING

8619 Sandy Parkway Suite 101
SANDY, UTAH 84070
(801)466-4021, FAX 466-8536
EMAIL: excellence@whw-engineering.com

BUILDING NAME:

PROJECT # 06139100
DRAPER PRISON
MAINTENANCE BUILDING
HVAC ADDITION

PROJECT TITLE:

DRAPER PRISON
MAINTENANCE BUILDING
HVAC ADDITION

A 12-11-08 ADDENDUM 1

MARK ' DATE DESCRIPTION
ISSUE TYPE: BID SET

ISSUE DATE: DEC 12, 2008

DFCM PROJECT NO: 06139100
CAD PROJECT NO: -

CAD DWG FILE:

DRAWN BY:  STAFF

CHK'D BY: WP
COPYRIGHT: STATE OF UTAH

SHEET TITLE

MECHANICAL SCHEDULES
SHEET NUMBER

MEGO1A

SHEET OF



4 5 State of Utah

GENERAL SITE NOTES

58— 4;04 Department of Administrative Services
5 NN 'O Comed 1 DO NOT EXCAVATE OR DISTURB BEYOND THE PROPERTY LINES, L L
4587 s = % UNLESS OTHERWISE NOTED OR REQUIRED BY NEV/ CONSTRUCTION Division of Facilities
_isss i N AN ORUTILTY INSTALLATION Construction & Management
onst, 2" Water . A NN 4110 State Office Building
Metor Tn Vault X °. 2. CONTRACTOR SHALL VERIFY ALL EXISTING UTILITIES BOTH Salt Lake City, Utah 84114
. . R HORIZONTALLY AND VERTICALLY PRIOR TO START OF . s
4589 ™~ "§ ~ GONSTRUCTION. CALL LOCAL DIGGER HOT LINE FOR UTILITY Phone: (801) 538 - 3018
92, RN LOCATIONS 48 HOURS PRIOR TO START OF CONSTRUCTION. Fax: (801) 538 - 3267
25 CARNEE SN GONTRAGTOR SHALL ALSO OBTAIN FROM EACH UTILITY COMPANY
2 ~ —~ DETAILED INFORMATION RELATIVE TO WORKING SCHEDULES AND
- e METHODS OF INSTALLING UTILITIES. SIZE, LOGATION, AND TYPE OF Internct: http://dfem.utah.gov
S ® \\lg NEW UTILITIES OR IMPROVEMENTS SHALL BE ACCURATELY NOTED D
= QR ;}4 AND PLACED ON AS-CONSTRUGTED DRAWINGS BY GENERAL
—2 [ %51°) CONTRACTOR AND ISSUED TO OWNER AT COMPLETION OF
= e <4 PROJECT. CONTRACTOR SHALL ALSO OBTAIN FROM EACH UTILITY

COMPANY DETAILED INFORVATION RELATIVE TO WORKING
SCHEDULES AND METHODS OF REMOVING OR ADJUSTING UTILITIES
COVERED UTILITY LINES TO BE COMPACTED.

~ S N\ SHITH HATT
— . (o TO BE SMOOTH AND CONTINUOUS IN SLOPE AWAY FROM BUILDING AND \

N 95" > FEATHER INTO EXISTING GRADES AT THE GRADING LIMITS, AR(H”E(TS
2 25,
, < R B 5. ALLTEMPORARY EXCAVATIONS FOR THE INSTALLATION OF
EO 2 ca FOUNDATIONS, UTILITIES, ETG., SHALL BE PROPERLY LAID BACK OR
op Y A BRACED IN ACCORDANCE WITH CORRECT OCCUPATIONAL SAFETY AND 845 SOUTH MAIN, BOUNTIFUL, UTAH 84010
L Od HEALTH ADMINISTRATION (OSHA) REQUIREMENTS, 801-208-5777  FAX 801- 2961677
N & EXTEROR CONCRETE SHALL HAVE A 23 SLOPE ANAY FROM -
) BUILDING
e, .
e o SITE WORK
PART 1 GENERAL
- J\@DY e ,& \ (1) RELATED WORK: CONSTRUCTION OF BULDING FOUNDATION
A #* S (2) STE SHALL BECONSTRUCTED TO PROVIDE A WELL DRAN BUILDING NAME:
% AND EQUIPMENT DELIVERIES AND WAINTENANCE PERSONN

\FL

In

=

(3) QUALITY ASSURANCE
(A) APPLY SOIL STERILIZER IN ACCORDANCE WITH MAN
(4) SEQUENCING
(A) CONFIRM SURVEY STAKES AND SET ELEVATIONS PP
() THE COMPLETE CONSTRLICTION SITE AREA WILL BE
PLACEMENT OF BACK FILL OR SUB-BASE MATERIA
(C) THE SITE AREA WILL BE BROUGHT TO SUB-BASE

PROPERTY#XXXXX
ADMIN. / ACADEMY BLDG.
DRAPER PRISON

14717 FRONTAGE ROAD

A\ % (D) APPLY SOL STERIIZER PRIOR TO PLACING BASE

) e \ (E) REMOVE GRAVEL FROM TEMPORARY CONSTRUCTION
\ e \ BY CONSTRUCTION MANAGER. DRAPER/ UTAH
e (F) AFTER COMPLETION OF CONSTRUCTKIN BUT PROR

- ,\,,, THREE (3) INCHES OF 1/4 INCH SIZE STONE TO
s, (5) WARRANTY

S \ (A) IN ADDITION TO THE WARRANTY ON ALL CONSTRU
CONTRACTOR SHALL REPAR ALL DAMAGE AND REP

AS POSSIBLE TO SURROUNDING CAUSED BY CONS

(B) SOIL STERILIZATION APPLICATION WLL GUARANTEE PROJECT TITLE:

A\
gzt 7 A\ L

AR FRON DATE OF FINAL INSPECTION,

PART 2 DEMOLITION

(1) DEMOLITION SHALL BE CONTROLLED TO PREVENT THE DRAPER/ UTAH
BUILDING.

\, & > N\ (2) EXISTING WORK TO REMAN SHALL BE PROTECTED FR —| DRAPER PRISON

’”“7 TR \—7Z3 SHALL BE REPAIRED TD MATCH EXISTING WORK. ADMIN /ACADEMY BLDG.
\ Y (3) AT THE END OF EACH WORK DAY AND DURNG INCLE

WK NEATHERPROOF” COVER. IMPROVEMENTS

(4) REMOVE DEBRIS AND RUBBISH FROM THE SITE DALY
ACCUNULATE IN' BUILDING OR ON SITE.

(5) FOR FLOOR AND WALL PENETRATIONS:

X \ (A) CONTRACTOR MUST LOCATE REINFORCING BARS IN

7 NONDESTRUCTVE TESTING METHOD APPROVED BY ~

- N X N e \ A\ CLE PENETRATON WTHOUT GG EHSTNG e

/ W %y g NAN N \1\\ \\ N 0650 \ (B) FILL OPENING AFTER CABLE INSTALLATION WITH N
% _y Porking Lo / N 8

8

PART 3 PRODUCTS
(1) MATERIALS: SOIL STERLIZERS
(A) TOAL KILL PRODUCT 910 — EPA 102927, PHAS

7’
~
e
N
Pt
5 ;
3
P
3
Z
Ve S0

& ¥ 48128 (1-313-563-8000)
\“ %S (B) AMBUSH HERBICIDE — EPA REGISTERED, FARMER
3 NJ 07083 (1-800-526-4924).

(C) ROAD AND SITE MATERIALS SHALL CONFORN TO U

4 1
— \\ d S < T LAY = : ACCORDANCE WITH UTAH STATE DEPARTNENT OF F
E A\ NN et D NN OXCE N\ VTN St Z= 0 S o o T o
W s -~ \\\\ / w \ \ \\ \ A o » et (E) SOL STABILZER FABRIC SHALL BE MIRAFI — 500X _
’e P §\\\ / \ \ %g \\ \ \ N /,\ ) = . ">), 5.0 P MARK | DATE | DESCRIPTION.
( $ / _ \§\§ ( \ \ \ 2 ) N b v, NS [ (A) COMPACTION SIIALL P ACCOMPLISIITD PY MICIAN ISSUE TYPE: BID SET
£ a4 # Py K - S -s Nl
\ Vé / - AN \\i ~X ) ) \ AN N \C\M\E\\ \\ N\ ~ N N N AREAS SHALL BE COVPACTED BY PORER-DRVER, —| ISSUE DATE: DECEMBER XX, 2006
\ \ \ \\\ \ \\ HOTE N[kqg)‘\gbyg \y& :‘ms‘vmﬂml ULOING INSPECTORS SHALL BE DFCM PROJECT NO: 06139100
\ / \ \\ \ ADJUST FINAL =" \MC % AN CONCRETE POURS.  UNLESS QTHERWISE SPECIFIED B CAD PROJECTNO:_06-17
\ \ o B\\ \ \ 1 BULDING LOCATION |\ pA P CAD DWG FILE
\ \ \ 400,000 / \‘ ¥ A A 4 \ (A) CLEAR TREES, BRUSH AND DEBRS FROM SITE AR DRAWN BY: JRC
fesarvelr \ \ o~ im'i7a8 12 (8) PRIGR TO OTHER EXCAVATION AND CONSTRUCTION CHK'D BY: TGS
\ \ \ / \\ T \ = — d \ P2 OF SIX (6) INCHES BELOW ORGINAL GROUND LEV COPYRIGHT: STATE OF UTAH
\ N \' M \ 78 > O I, ARarary 1o o SHEET TITLE
\ \ - - \\ ¢ AN > AN (0) PRIOR TO PLACENENT OF FILL OR BASE MATERAL
\ \ ~_ ! \ \ ~ NN \ ) AR AT FRIOR 16 PACBIENT O P OR CONSTRUCTION
—~ >~

X O e S s, o e up- course DOCUMENT SUBMITTAL
SO i N R BEL AR SECTIONS/DETAILS

(B) EXCESS SOLLS WILL BE CLEARED FROM JOB SITE SHEET NUMBER

>

) g5 o |

\ N /)

— -

PROPFRIY UNLFSS AUIHOR7F BY CONSIRUCIION
(C) AVOID CREATING DEPRESSIONS WHERE WATER MA\

(D) THE CONTRACT SHALL BE ASSUMED TO INCLUDE
o N R SITE PLAN ‘m INDICATED, COVERNG TWO INCHES OF SURFACE C
= L} H ® 0 (E) PLACE FILL OR STONE IN SIX INCH MAXIMUM AND
— e 5, %\ [N RN i —~ z (5) e FNSH GRAOE, INCLUDNG T0P SURFACE CoU .
\ = 0L P N B\ AN SOuE =10 R CHIC NLiONS 1 ST o
— 1 L S N

(G)RIPRAP SHALL BE APPLIED TO THE SIDE_SLOPES
1 | 2 | 3 4 TO ALL OTHER SLOPES SREATER THah 241 SHEET 3 OF 9




D
State of Utah of Services
CONSTRUCTION_ SUMMARY DIVISION OF EAC s, CONSTRUCTION
Wﬂm'ﬂl LocAT * CONSTRUCTION DESCRIPTION
L NUBER
g ;ﬁ @ INSTALL (1) 15KV 38 CIRCUT CONSULTANTS
Intermountain Consumer
css
CATCH BASIN @ @ INSTALL (1) 4 POSITION CSS Professional Enginerrs, Inr.
CONSULTING ENGINEERS
1145 E. SOUTH UNION AVE.
csS g{%VAz‘géﬁTzA;s—ﬁﬁ“FAx 566—0088
@ 15| @ INSTALL (1) 15KV 38 CIRCUIT — : -
INSTALL (1) 15KV 38 CIRCUIT
@ B+ @ INTO B(é‘n)m 0SS §34
EXISTING TRANSFORMER AND 15 kv
rn?@o':‘m CROUT TO REMAN
15KV 38 CIRCUT — CONSISTS OF (2) - 5 PVC CONDUNS. ONE CONDUT
CONTAINS (3) 2/0 COPPER 15KV CABLES AND (1) 2/0 COPPER
NEUTRAL 600V INSULATED CABLE. SEE SPECIFICATIONS FOR C
CABLE SPECS. THE SECOND 5" PVC CONDUIT IS A SPARE.

DEPARTMENT
OF
|[CORRECTIONS

DRAPER, UTAH

DRAPER PRISON

PARKING AREA ADMIN/ACADEMY
UNDERGROUND POWER
UPGRADE
B
g%w_l[,;llll\slgRATlON STATE PROPERTY ID. #-
DFCM PROJECT #06139100
o A ISSUED FOR BID
MARK DATE | DESCRIPTION
ISSUE DATE:
PARKING AREA PROJECT NO: 167—004
CAD DWG FILE:
DRAWN BY: NN
CHECKED BY: CJH
N
SHEET TITLE
A
) E
NEW SITE FACILITY
TYPICAL EQUIPMENT DESCRIPTION
ELECTRIC—
— PRINTED, FOR
CABLE SWTCHING STATION 5 DATE SHEET 2
PADUOUNT TRANFORMERS ~ |-=1 ol R
=3 0 100 O DESIGN DEVELOPMENT
XX BIDDING
PADHOUNT SWTCHGEAR EE 00 CONSTRUCTION
50 O APPROVAL = — O "7~
) 3 4 | SCALE: 1°=500" 5 | O AS BULT SHEET 7 OF 11
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